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CITY OF
GROVE CITY, OHIO

STANDARD
CONSTRUCTION DRAWING

STREET LIGHTING
DAVIT STREET LIGHT POLE

(NO SCALE)

STANDARD DIMENSIONS
FOR

Luminaire- GE Lighting Systems, M-250A2, or Approved Equal. {\A1;\Fsimplex|c0;Luminaire shall be coated to match the color of the light pole.}
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Flush Field Joint

Light Pole- Hapco, #43-158,
or Approved Equal, Powder Coated {Black, similar to Federal
Standard 595-B, Color No. 27040.}
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{NOTE: UNLESS OTHERWISE
DIRECTED BY THE CITY, ALL LUMINAIRES
USED IN NEW CONSTRUCTION SHALL BE
LED.}

Rev
February 2016


	C-GC-95 Street Lighting Davit Street Light Pole

